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Radioactivity
Gross Alpha activity pCill 15 ND ND ND 12 ND ND ND 1 ND ND ND 1 ND ND ND 2 ND ND ND 1
Gross Beta activity (Pg 5, finote 1) pCill 50 ND 240 ND 12 ND ND ND 1 ND ND ND 1 ND ND ND 2 ND ND ND 1
Radon (Pg 5, footnote 2) pCill 4000 ND ND ND 10 ND ND ND 1 ND ND ND 1 ND 222 ND 2 ND ND ND 1
Radium-228 (Pg 5, footnote 3) pCill 5 ND 12 ND 3 NA NA NA O NA NA NA O ND 18 ND 8 NA NA NA O
Inorganics
Alkalinity, total mg/l n/a ND 101.2 35.3 249 278 49.2 394 9 29.4 75.6 42.7 12 ND 71.2 41.8 42 43.0 62.2 498 4
Aluminum mg/| n/a ND 0.48 0.06 331 0.02 0.10 0.06 9 ND 0.09 0.04 12 ND 0.13 0.05 53 ND 0.09 0.06 14
Ammonia, free mg/l n/a ND 0.13 ND 310 ND ND ND 9 ND 0.02 ND 13 ND 0.03 ND 44 ND ND ND 4
Antimony ug/l 6 ND ND ND 331 ND ND ND 9 ND ND ND 12 ND ND ND 53 ND ND ND 14
Arsenic ug/l 10 ND 14 ND 331 ND ND ND 9 ND 16 ND 12 ND ND ND 53 ND ND ND 14
Barium mg/l 2 ND 0.07 ND 331 ND ND ND 9 ND 0.17 0.04 12 ND 0.05 ND 53 ND 0.03 ND 14
Boron mg/l n/a ND 0.20 ND 704 ND 0.12 ND 42 ND ND ND 12 ND ND ND 44 ND ND ND 4
Bromide mg/l n/a ND ND ND 251 ND ND ND 9 ND ND ND 11 ND ND ND 44 ND ND ND 4
Calcium mg/l n/a ND 49.3 14.1 704 ND 15 0.7 42 85 49.0 16.8 12 5.2 30.7 17.6 44 17.8 25.7 20.8 4
CO2, calculated mg/l n/a 0.1 21.2 3.5 249 1.4 82 41 9 0.7 137 45 12 05 144 34 42 1.5 55 40 4
Chloride mg/l 250 3.5 104.2 11.4 251 30 37 33 9 9.1 129.0 39.3 11 48 226 12.2 44 114 144 131 4
Chromium, total ug/l 100 ND ND ND 331 ND ND ND 9 ND ND ND 12 ND 8.6 ND 53 ND 2.8 ND 14
Cobalt-59 ug/l n/a ND 35 06 331 ND ND ND 9 ND ND ND 12 ND 15 ND 53 ND ND ND 14
Color Color units 15 ND 17 ND 249 ND 11 7 9 ND 5 ND 12 ND ND ND 42 ND ND ND 4
Copper mg/| AL=1.3 ND 0.34 0.05 331 ND 0.02 ND 9 ND 0.04 ND 12 ND 0.05 ND 53 ND 0.04 ND 14
Dissolved solids, total mg/l n/a 17 249 65 251 46 70 60 9 58 332 123 12 34 167 95 43 95 129 109 4
Fluoride mg/l 2.2 ND ND ND 251 ND ND ND 9 ND ND ND 11 ND ND ND 44 ND ND ND 4
Hardness, total mg/l n/a 2.2 149.8 41.7 704 ND 43 ND 42 35.0 175.7 65.3 12 18.0 103.6 58.7 44 60.0 83.1 68.7 4
Iron ug/l 300 ND 1028 258 704 172 489 232 42 ND 86 ND 12 ND 83 ND 44 ND 32 ND 4
Lead ug/l AL=15 ND 3.2 ND 331 ND 1.2 ND 9 ND 3.1 ND 12 ND 16 ND 53 ND 21 ND 14
Lithium ug/l n/a ND 7.9 15 331 33 39 36 9 ND 3.0 ND 12 ND 21 ND 53 ND ND ND 14
Magnesium mg/l n/a 0.20 9.32 1.60 704 ND ND ND 42 3.32 12.96 5.69 12 1.12 7.10 3.56 44 3.39 459 404 4
Manganese ug/l 300 ND 104 13 704 ND ND ND 42 ND 24 ND 12 ND 23 ND 44 ND ND ND 4
Molybdenum ug/l n/a ND ND ND 331 ND ND ND 9 ND 20 ND 12 ND ND ND 53 ND ND ND 14
Nickel ug/l 100 ND 16.6 1.9 331 ND ND ND 9 ND 1.7 06 12 ND 20 0.8 53 ND 18 09 14
Nitrate mg/l 10 ND 8.00 0.57 251 ND ND ND 9 ND 6.61 2.63 11 0.93 8.29 4.30 44 4.36 5.65 498 4
Perchlorate (Pg 5, footnote 4) ug/l 15 ND 1.58 0.14 278 ND ND ND 10 ND 0.94 0.44 13 ND 7.04 1.46 113 ND 0.82 061 4
Phosphate, total mg/l n/a ND 2.86 0.85 704 0.20 3.52 1.05 42 ND ND ND 12 ND ND ND 44 ND ND ND 4
pH pH units n/a 65 89 74 249 68 78 7.4 9 69 81 74 12 6.6 84 74 42 73 79 74 4
pH, field pH units n/a 6.0 80 7.1 226 65 75 7.0 9 69 75 74 12 70 84 73 39 71 75 74 4
Potassium mg/l n/a 0.27 3.14 0.79 704 1.10 1.37 1.21 42 0.82 224 118 12 0.50 1.27 0.90 44 0.82 0.99 092 4
Selenium ug/l 50 ND ND ND 331 ND ND ND 9 ND ND ND 12 ND ND ND 53 ND ND ND 14
Silicon mg/l n/a 27 81 45 331 38 44 42 9 63 75 6.8 12 42 89 6.6 53 59 76 65 14
Sodium (Pg 5, footnote 5) mg/l n/a 26 446 80 704 14.4 27.2 21.4 42 70 523 179 12 47 120 8.3 44 87 11.3 9.9 4
Specific conductance umho/cm n/a 47 498 127 249 84 125 106 9 116 658 242 12 67 325 178 42 171 238 201 4
Strontium-88 mg/l n/a ND 0.14 0.03 331 ND ND ND 9 0.03 0.16 0.06 12 0.02 0.12 0.06 53 0.06 0.09 0.07 14
Sulfate mg/l 250 ND 445 59 251 76 86 7.9 9 ND 135 56 11 ND 342 7.0 44 49 8.7 6.9 4
Temperature, field °Centigrade n/a 7 16 12 212 12 16 15 6 10 12 11 10 9 14 11 33 11 1 11 2
Tin ug/l n/a ND 0.8 ND 331 ND ND ND 9 ND ND ND 12 ND 05 ND 53 ND ND ND 14
Titanium ug/l n/a ND 11.8 ND 704 ND ND ND 42 ND ND ND 12 ND 52 ND 44 ND ND ND 4
Total Organic Carbon (TOC) mg/l n/a ND 2.59 0.33 256 0.33 1.16 059 9 ND 1.06 0.30 11 ND 151 0.33 44 ND 042 ND 4
Turbidity NT units 5 ND 2.1 ND 249 ND 0.97 051 9 ND 0.66 ND 12 ND 0.77 ND 42 ND 0.41 ND 4
Vanadium ug/l n/a ND ND ND 331 ND ND ND 9 ND ND ND 12 ND ND ND 53 ND ND ND 14
Zinc mg/l 5 ND 0.10 ND 331 ND 0.03 ND 9 ND ND ND 12 ND ND ND 53 ND ND ND 14
Synthetic Organic Compounds including Pesticides and Herbicides
Alachlor ESA ug/l 50 ND ND ND 305 ND ND ND 10 ND ND ND 15 ND ND ND 77 ND ND ND 4
Aldicarb sulfone ug/l 2 ND ND ND 259 ND ND ND 10 ND ND ND 13 ND ND ND 75 ND ND ND 4
Aldicarb sulfoxide ug/l 4 ND ND ND 259 ND ND ND 10 ND ND ND 13 ND ND ND 75 ND ND ND 4
1,4-Dioxane ug/l 50 ND 21 05 26 ND ND ND 1 ND 18 12 6 ND 26 09 49 14 27 19 5
Metalaxyl ug/l 50 ND ND ND 305 ND ND ND 10 ND ND ND 15 ND ND ND 55 ND ND ND 4
Metolachlor ug/l 50 ND ND ND 305 ND ND ND 10 ND ND ND 15 ND ND ND 55 ND ND ND 4
Metolachlor ESA ug/l 50 ND ND ND 305 ND ND ND 10 ND ND ND 15 ND ND ND 77 ND ND ND 4
Metolachlor OA ug/l 50 ND ND ND 305 ND ND ND 10 ND ND ND 15 ND ND ND 77 ND ND ND 4
Tetrachloroterephthalic Acid(TCPA) ug/l 50 ND ND ND 262 ND ND ND 10 ND ND ND 18 ND 99 20 69 ND ND ND 4
Volatile Organic Compounds
Chlorodifluoromethane ug/l 5 ND ND ND 316 ND ND ND 10 ND ND ND 32 ND ND ND 104 ND ND ND 9
Cis-1,2-Dichloroethene ug/l 5 ND ND ND 629 ND ND ND 19 ND ND ND 45 ND ND ND 213 ND ND ND 19
Dichlorodifluoromethane ug/l 5 ND ND ND 629 ND ND ND 19 ND ND ND 45 ND ND ND 213 ND ND ND 19
1,1-Dichloroethane ug/l 5 ND 1.1 ND 629 ND ND ND 19 ND 33 05 45 ND 33 05 213 ND ND ND 19
1,1-Dichloroethene ug/l 5 ND ND ND 629 ND ND ND 19 ND ND ND 45 ND ND ND 213 ND ND ND 19
1,2-Dichloroethane ug/l 5 ND ND ND 629 ND ND ND 19 ND ND ND 45 ND 09 ND 213 ND ND ND 19
1,2-Dichloropropane ug/l 5 ND ND ND 629 ND ND ND 19 ND ND ND 45 ND ND ND 213 ND ND ND 19
Methyl-Tert-Butyl Ether (MTBE) ug/l 10 ND 0.7 ND 629 ND ND ND 19 ND 11 ND 45 ND ND ND 213 ND 3.4 0.6 19
Tetrachloroethene ug/l 5 ND 15 ND 629 ND ND ND 19 ND ND ND 45 ND ND ND 213 ND ND ND 19
1,1,1-Trichloroethane ug/l 5 ND 1.2 ND 629 ND ND ND 19 ND ND ND 45 ND 09 ND 213 ND ND ND 19
Trichloroethene ug/l 5 ND ND ND 629 ND ND ND 19 ND ND ND 45 ND 2.1 ND 213 ND ND ND 19
Trichlorofluoromethane ug/l 5 ND ND ND 629 ND ND ND 19 ND ND ND 45 ND ND ND 213 ND ND ND 19
1,2,3-Trichloropropane ug/l 5 ND ND ND 629 ND ND ND 19 ND ND ND 45 ND ND ND 213 ND ND ND 19
1,1,2-Trichlorotrifluoroethane ug/l 5 ND ND ND 629 ND ND ND 19 ND ND ND 45 ND 2.1 ND 213 ND ND ND 19

Disinfectant and Disinfection By-Products (*MCL is the sum of the four starred compounds shown

Bromochloroacetic Acid ug/l n/a ND 1.8 ND 10 ND ND ND 5 ND ND ND 4 ND 12 ND 5 ND ND ND 4
Bromodichloroacetic Acid ug/l n/a ND ND ND 10 ND ND ND 5 ND ND ND 4 ND ND ND 5 ND ND ND 4
Bromodichloromethane ug/l **80 ND ND ND 601 ND ND ND 12 ND ND ND 39 ND ND ND 204 ND ND ND 13
Bromoform ug/l **80 ND ND ND 601 ND ND ND 12 ND ND ND 39 ND ND ND 204 ND ND ND 13
Chlorate mg/l n/a ND 0.52 ND 251 0.10 0.25 0.17 9 ND 0.12 ND 11 ND 0.11 ND 44 ND ND ND 4
Chlorine residual (Pg 5, ftnote 6) mg/l 4 01 22 0.9 3188 03 12 0.7 48 05 1.7 0.8 119 02 17 0.7 664 02 20 0.8 154
Chloroform ug/l **80 ND 4.6 ND 601 ND ND ND 12 ND ND ND 39 ND ND ND 204 ND ND ND 13
Dibromochloromethane ug/l **80 ND 0.6 ND 601 ND ND ND 12 ND ND ND 39 ND ND ND 204 ND ND ND 13
Haloacetic Acids, total (5) ug/l 60 ND 5.0 0.7 10 ND 28 22 5 ND ND ND 4 ND 25 15 5 ND 14 ND 4
N-Nitroso-di-n-butylamine (NDBA) ug/I 50 ND ND ND 114 ND ND ND 12 ND ND ND 7 ND ND ND 24 ND ND ND 2
N-Nitroso-dimethylamine (NDMA) ug/I 50 ND 0.003 ND 114 ND ND ND 12 ND ND ND 7 ND ND ND 24 ND ND ND 2
Trihalomethanes, total ug/l 80 ND 84 16 28 07 40 23 7 ND 06 ND 6 ND 255 89 9 ND ND ND 6
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Radioactivity
Gross Alpha activity pCill 15 ND ND ND 1 ND ND ND 2 ND ND ND 2 ND ND ND 6 ND ND ND 12
Gross Beta activity (Pg 5, finote 1) pCill 50 ND ND ND 1 ND 270 ND 2 ND ND ND 2 ND ND ND 6 ND 2.00 ND 12
Radon (Pg 5, footnote 2) pCill 4000 ND ND ND 1 ND ND ND 2 ND ND ND 2 ND ND ND 3 ND ND ND 12
Radium-228 (Pg 5, footnote 3) pCill 5 ND 12 ND 4 ND 14 ND 6 ND 18 10 15 ND 20 ND 14 ND ND ND 16
Inorganics
Alkalinity, total mg/l n/a 224 294 26.1 8 224 72.0 479 16 25.2 58.4 38.8 34 ND 86.0 36.5 44 ND 135.8 53.5 206
Aluminum mg/l n/a 0.02 0.04 0.03 8 ND 0.09 0.04 32 ND 0.10 0.04 47 ND 0.13 0.05 47 ND 0.31 0.07 260
Ammonia, free mg/l n/a ND ND ND 8 ND ND ND 16 ND ND ND 36 ND ND ND 56 ND 0.11 ND 262
Antimony ug/l 6 ND ND ND 8 ND ND ND 32 ND ND ND 47 ND ND ND 47 ND ND ND 260
Arsenic ug/l 10 ND ND ND 8 ND ND ND 32 ND ND ND 47 ND ND ND 47 ND 2.6 ND 260
Barium mg/l 2 ND ND ND 8 ND 0.03 ND 32 ND 0.04 ND 47 ND 0.05 ND 47 ND 0.06 ND 260
Boron mg/l n/a ND ND ND 8 ND ND ND 16 ND ND ND 35 ND ND ND 69 ND ND ND 483
Bromide mg/l n/a ND ND ND 38 ND ND ND 26 ND ND ND 111 ND ND ND 81 ND ND ND 210
Calcium mg/l n/a 89 111 99 8 5.3 35.8 21.7 16 10.2 325 20.7 35 27 445 16.0 69 2.2 62.7 22.2 483
CO2, calculated mg/l n/a 09 35 21 8 1.5 131 48 16 0.8 151 50 34 09 16.2 54 44 0.1 31.3 55 206
Chloride mg/l 250 51 108 74 38 5.2 28.3 19.7 26 8.7 46.2 22.0 111 5.0 359 18.0 81 3.5 67.0 22.1 210
Chromium, total ug/l 100 ND ND ND 8 ND 16.3 39 32 ND 29 ND 47 ND ND ND 47 ND ND ND 260
Cobalt-59 ug/l n/a ND ND ND 8 ND ND ND 32 ND 0.6 ND 47 ND 1.0 ND 47 ND 3.2 ND 260
Color Color units 15 ND ND ND 8 ND ND ND 16 ND 5 ND 34 ND ND ND 44 ND 13 ND 206
Copper mg/l AL=1.3 ND ND ND 8 ND 0.04 ND 32 ND 0.04 ND 47 ND 0.18 0.02 47 ND 0.19 ND 260
Dissolved solids, total mg/l n/a 39 56 48 8 38 187 130 16 66 179 116 34 16 181 82 45 21 270 116 204
Fluoride mg/l 2.2 ND ND ND 38 ND ND ND 26 ND ND ND 111 ND ND ND 81 ND ND ND 210
Hardness, total mg/l n/a 24.8 33.0 28.8 8 19.8 117.4 76.7 16 34.9 112.6 70.7 35 9.9 137.3 51.6 69 9.0 183.8 72.0 483
Iron ug/l 300 ND 40 ND 8 ND 53 ND 16 ND 105 ND 35 ND 104 ND 69 ND 1012 101 483
Lead ug/l AL=15 ND 14 ND 8 ND 18 ND 32 ND 25 ND 47 ND 3.6 ND 47 ND 3.1 ND 260
Lithium ug/I n/a ND ND ND 8 ND 25 ND 32 ND ND ND 47 ND 12 ND 47 ND 43 ND 260
Magnesium mg/l n/a 0.61 140 1.02 8 1.59 844 546 16 1.69 7.64 460 35 0.47 6.39 2.83 69 0.30 18.77 4.01 483
Manganese ug/l 300 ND ND ND 8 ND ND ND 16 ND ND ND 35 ND 35 12 69 ND 172 26 483
Molybdenum ug/l n/a ND ND ND 8 ND ND ND 32 ND ND ND 47 ND ND ND 47 ND 1.1 ND 260
Nickel ug/l 100 06 27 11 8 ND 15 10 32 ND 25 11 47 ND 27 13 47 ND 4.1 0.9 260
Nitrate mg/l 10 0.69 2.60 146 38 1.18 8.81 6.35 26 0.70 9.54 6.20 111 0.35 7.94 3.86 81 ND 9.19 2.61 210
Perchlorate (Pg 5, footnote 4) ug/I 15 141 2.04 1.70 8 ND 4.12 125 26 ND 8.01 2.31 159 ND 1.43 0.52 52 ND 4.10 0.70 242
Phosphate, total mg/l n/a ND ND ND 8 ND 0.11 ND 16 ND ND ND 35 ND ND ND 69 ND 2.77 0.46 483
pH pH units n/a 71 78 74 8 70 77 74 16 66 80 72 36 6.6 80 7.2 44 6.7 9.0 74 206
pH, field pH units n/a 70 75 7.2 8 65 75 71 13 68 80 71 28 65 78 72 33 65 80 7.1 176
Potassium mg/l n/a 0.47 0.67 057 8 054 170 1.09 16 0.72 136 1.08 35 049 1.88 1.02 69 0.27 3.09 1.17 483
Selenium ug/l 50 ND ND ND 8 ND ND ND 32 ND ND ND 47 ND ND ND 47 ND ND ND 260
Silicon mg/l n/a 31 39 35 8 43 91 6.7 32 34 75 55 47 34 67 45 47 3.1 104 6.4 260
Sodium (Pg 5, footnote 5) mg/l n/a 44 59 51 8 51 16.8 124 16 6.5 14.1 105 35 4.0 185 115 69 3.0 50.2 15.6 483
Specific conductance umho/cm n/a 78 109 93 8 71 333 238 16 121 320 217 34 54 335 159 44 40 488 221 206
Strontium-88 mg/l n/a 0.02 0.03 0.02 8 0.02 0.14 0.08 32 0.03 0.15 0.07 47 ND 0.12 0.04 47 ND 0.19 0.07 260
Sulfate mg/l 250 ND 36 ND 38 ND 30.2 15.0 26 ND 38.3 11.2 111 ND 18.0 5.1 81 ND 26.1 89 210
Temperature, field °Centigrade n/a 11 11 11 6 10 13 11 11 10 13 11 24 9 13 11 26 6 14 12 160
Tin ug/l n/a ND ND ND 8 ND 1.0 ND 32 ND ND ND 47 ND ND ND 47 ND 0.6 ND 260
Titanium ug/l n/a ND ND ND 8 ND ND ND 16 ND ND ND 35 ND ND ND 69 ND 10.3 ND 483
Total Organic Carbon (TOC) mg/l n/a ND 1.02 040 8 ND 1.15 0.26 17 ND 1.31 0.33 37 ND 1.09 0.27 55 ND 2.67 0.40 211
Turbidity NT units 5 ND 049 ND 8 ND 0.62 ND 16 ND 11 ND 34 ND 0.72 ND 44 ND 2.1 ND 206
Vanadium ug/l n/a ND ND ND 8 ND ND ND 32 ND 1.2 ND 47 ND ND ND 47 ND 5.2 ND 260
Zinc mg/l 5 ND ND ND 8 ND ND ND 32 ND 0.03 ND 47 ND ND ND 47 ND 0.03 ND 260
Synthetic Organic Compounds including Pesticides and Herbicides
Alachlor ESA ug/l 50 ND ND ND 8 ND ND ND 20 ND ND ND 41 ND ND ND 69 ND ND ND 262
Aldicarb sulfone ug/l 2 ND ND ND 8 ND ND ND 16 ND ND ND 36 ND ND ND 53 ND ND ND 221
Aldicarb sulfoxide ug/l 4 ND ND ND 8 ND ND ND 16 ND ND ND 36 ND ND ND 53 ND ND ND 221
1,4-Dioxane ug/l 50 ND ND ND 1 ND 16 0.8 25 ND 13 0.7 34 ND 19 0.6 36 ND 7.0 09 55
Metalaxyl ug/l 50 ND ND ND 8 ND ND ND 20 ND ND ND 41 ND ND ND 68 ND ND ND 262
Metolachlor ug/l 50 ND ND ND 8 ND ND ND 20 ND ND ND 41 ND ND ND 68 ND ND ND 262
Metolachlor ESA ug/l 50 ND ND ND 8 ND ND ND 20 ND ND ND 41 ND ND ND 69 ND ND ND 262
Metolachlor OA ug/l 50 ND ND ND 8 ND ND ND 20 ND ND ND 41 ND ND ND 69 ND ND ND 262
Tetrachloroterephthalic Acid(TCPA) ug/l 50 ND ND ND 8 ND ND ND 23 ND 20 ND 60 ND 34 ND 75 ND 3.3 ND 270
Volatile Organic Compounds
Chlorodifluoromethane ug/l 5 ND ND ND 8 ND ND ND 39 ND ND ND 73 ND ND ND 107 ND ND ND 313
Cis-1,2-Dichloroethene ug/l 5 ND ND ND 18 ND ND ND 82 ND ND ND 136 ND 0.6 ND 223 ND 0.9 ND 635
Dichlorodifluoromethane ug/l 5 ND ND ND 18 ND ND ND 82 ND ND ND 136 ND ND ND 223 ND ND ND 635
1,1-Dichloroethane ug/l 5 ND ND ND 18 ND 24 08 82 ND 23 0.7 136 ND 2.3 ND 223 ND 2.8 ND 635
1,1-Dichloroethene ug/l 5 ND ND ND 18 ND ND ND 82 ND 0.8 ND 136 ND 0.6 ND 223 ND 1.3 ND 635
1,2-Dichloroethane ug/l 5 ND ND ND 18 ND ND ND 82 ND ND ND 136 ND ND ND 223 ND ND ND 635
1,2-Dichloropropane ug/l 5 ND ND ND 18 ND ND ND 82 ND 05 ND 136 ND ND ND 223 ND ND ND 635
Methyl-Tert-Butyl Ether (MTBE) ug/l 10 ND ND ND 18 ND 0.7 ND 82 ND ND ND 136 ND 0.9 ND 223 ND 35 ND 635
Tetrachloroethene ug/l 5 ND ND ND 18 ND 05 ND 82 ND 1.2 ND 136 ND 53 0.7 223 ND 1.7 ND 635
1,1,1-Trichloroethane ug/l 5 ND ND ND 18 ND 1.1 ND 82 ND 1.8 ND 136 ND 1.0 ND 223 ND 3.3 ND 635
Trichloroethene ug/l 5 ND ND ND 18 ND 18 ND 82 ND 19 ND 136 ND 22 ND 223 ND 14 ND 635
Trichlorofluoromethane ug/l 5 ND ND ND 18 ND ND ND 82 ND ND ND 136 ND ND ND 223 ND ND ND 635
1,2,3-Trichloropropane ug/l 5 ND ND ND 18 ND ND ND 82 ND ND ND 136 ND 0.6 ND 223 ND 05 ND 635
1,1,2-Trichlorotrifluoroethane ug/l 5 ND ND ND 18 ND ND ND 82 ND ND ND 136 ND ND ND 223 ND 0.7 ND 635
Disinfectant and Disinfection By-Products (*MCL is the sum of the four starred compounds shown below)
Bromochloroacetic Acid ug/l n/a ND 11 ND 4 ND 11 ND 4 ND ND ND 4 ND 10 ND 4 ND 0.9 ND 5
Bromodichloroacetic Acid ug/l n/a ND ND ND 4 ND ND ND 4 ND ND ND 4 ND ND ND 4 ND ND ND 5
Bromodichloromethane ug/l **80 ND ND ND 12 ND 13 ND 74 ND 18 ND 128 ND 12 ND 212 ND 0.9 ND 606
Bromoform ug/l **80 ND ND ND 12 ND 08 ND 74 ND 2.7 ND 128 ND 0.6 ND 212 ND 0.7 ND 606
Chlorate mg/l n/a ND ND ND 38 ND ND ND 26 ND ND ND 111 ND 0.17 ND 81 ND 0.73 ND 210
Chlorine residual (Pg 5, ftnote 6) mg/l 4 04 14 0.9 65 0.3 1.8 0.9 233 01 1.7 0.8 656 0.2 18 09 431 0.2 2.0 0.9 2565
Chloroform ug/l **80 ND ND ND 12 ND 11 ND 74 ND 1.2 ND 128 ND 0.9 ND 212 ND 4.2 ND 606
Dibromochloromethane ug/l **80 ND ND ND 12 ND 16 ND 74 ND 2.7 ND 128 ND 1.7 ND 212 ND 1.1 ND 606
Haloacetic Acids, total (5) ug/l 60 ND 24 10 4 ND 21 07 4 ND ND ND 4 ND 23 12 4 ND 38 11 5
N-Nitroso-di-n-butylamine (NDBA) ug/l 50 ND ND ND 2 ND ND ND 16 ND ND ND 20 ND 0.009 ND 36 ND ND ND 122
N-Nitroso-dimethylamine (NDMA) ug/l 50 ND ND ND 2 ND ND ND 16 ND ND ND 20 ND ND ND 36 ND 0.007 ND 122
Trihalomethanes, total ug/l 80 ND 11.7 2.6 6 ND 50 14 8 ND 07 ND 8 ND 133 3.0 11 ND 119 15 29
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Radioactivity

Gross Alpha activity pCill 15 ND ND ND 2 ND ND ND 9 ND 2.00 ND 58 ND 163 ND 67 ND ND ND 4
Gross Beta activity (Pg 5, finote 1) pCill 50 ND ND ND 2 ND ND ND 8 ND 2.10 ND 58 ND 2.60 ND 65 ND ND ND 4
Radon (Pg 5, footnote 2) pCill 4000 ND ND ND 2 ND ND ND 6 ND ND ND 4 ND ND ND 6 ND ND ND 1
Radium-228 (Pg 5, footnote 3) pCill 5 NA NA NA O ND 12 ND 9 ND 11 ND 10 NA NA NA O NA NA NA O
Inorganics

Alkalinity, total mg/l n/a ND 314 216 14 ND 92.0 44.5 166 ND 92.4 40.8 47 ND 62.6 36.2 76 31.2 35.0 33.7 6
Aluminum mg/| n/a ND 0.04 0.02 14 ND 0.22 0.05 196 ND 0.58 0.05 121 ND 0.27 0.04 148 ND 0.05 0.03 6
Ammonia, free mg/l n/a ND ND ND 14 ND 0.05 ND 189 ND ND ND 63 ND 0.04 ND 101 ND 0.02 ND 8
Antimony ug/l 6 ND ND ND 14 ND ND ND 196 ND 0.7 ND 121 ND ND ND 148 ND ND ND 6
Arsenic ug/l 10 ND ND ND 14 ND 1.0 ND 196 ND 44 11 121 ND 19 ND 148 ND ND ND 6
Barium mg/l 2 ND ND ND 14 ND 0.09 ND 196 ND 0.05 ND 121 ND 0.04 ND 148 ND ND ND 6
Boron mg/l n/a ND ND ND 14 ND ND ND 264 ND ND ND 52 ND 0.64 ND 197 ND ND ND 6
Bromide mg/l n/a ND ND ND 14 ND ND ND 242 ND ND ND 47 ND ND ND 89 ND ND ND 6
Calcium mg/l n/a 32 91 65 14 3.5 48.1 20.9 264 8.9 376 16.2 52 0.6 22.8 12,5 197 9.8 111 104 6
CO2, calculated mg/l n/a 1.0 81 40 14 0.1 33.3 4.3 166 0.2 153 33 47 02 71 24 76 1.1 36 24 6
Chloride mg/l 250 41 80 54 14 3.9 176.3 20.0 242 5.3 37.5 13.0 47 5.2 39.3 11.0 89 6.9 122 91 6
Chromium, total ug/l 100 ND ND ND 14 ND 3.1 ND 196 ND ND ND 121 ND ND ND 148 ND ND ND 6
Cobalt-59 ug/l n/a ND ND ND 14 ND 0.6 ND 196 ND 6.3 0.7 121 ND ND ND 148 ND ND ND 6
Color Color units 15 ND ND ND 14 ND 19 ND 166 ND 51 6 47 ND 11 ND 76 ND ND ND 6
Copper mg/| AL=1.3 ND 0.03 ND 14 ND 0.13 ND 196 ND 0.05 ND 121 ND 0.29 0.02 148 ND ND ND 6
Dissolved solids, total mg/l n/a 22 61 37 14 28 392 106 167 46 196 86 46 33 175 68 77 52 64 57 6
Fluoride mg/l 2.2 ND ND ND 14 ND ND ND 242 ND ND ND 47 ND 05 ND 89 ND ND ND 6
Hardness, total mg/l n/a 10.8 29.8 20.3 14 14.7 153.5 71.2 264 27.3 131.8 549 52 3.7 74.0 39.3 197 345 38.1 368 6
Iron ug/l 300 ND 31 ND 14 ND 809 38 264 ND 552 49 52 ND 923 261 197 ND ND ND 6
Lead ug/l AL=15 ND ND ND 14 ND 2.8 ND 196 ND 26 ND 121 ND 1.1 ND 148 ND ND ND 6
Lithium ug/l n/a ND ND ND 14 ND 2.8 ND 196 ND 29 ND 121 ND 7.6 3.2 148 ND 14 10 6
Magnesium mg/l n/a 0.66 1.78 1.00 14 0.76 11.45 4.60 264 1.27 9.20 351 52 0.46 454 196 197 243 281 261 6
Manganese ug/l 300 ND ND ND 14 ND 198 27 264 ND 79 ND 52 ND 180 17 197 ND ND ND 6
Molybdenum ug/l n/a ND ND ND 14 ND ND ND 196 ND ND ND 121 ND ND ND 148 ND ND ND 6
Nickel ug/l 100 ND ND ND 14 ND 28 0.6 196 ND 56 09 121 ND 6.5 05 148 ND 0.6 ND 6
Nitrate mg/l 10 ND 1.78 045 14 ND 8.43 3.51 242 ND 7.71 1.16 47 ND 5.92 0.98 89 ND ND ND 6
Perchlorate (Pg 5, footnote 4) ug/l 15 ND 1.50 0.32 14 ND 4.47 0.97 218 ND 1.21 0.24 59 ND 4.20 1.07 176 ND 0.10 ND 8
Phosphate, total mg/l n/a ND ND ND 14 ND 2.56 0.25 264 ND 146 ND 52 ND 1.64 0.77 197 ND 0.18 0.11 6
pH pH units n/a 68 77 71 14 65 89 74 166 6.7 84 74 47 71 86 75 76 73 78 75 6
pH, field pH units n/a 64 75 71 12 6.0 80 7.2 144 64 80 73 37 65 80 7.3 60 70 75 73 7
Potassium mg/l n/a 0.36 0.65 0.44 14 0.39 2.69 1.32 264 0.38 2.84 0.87 52 0.34 531 0.82 197 0.55 0.63 0.60 6
Selenium ug/l 50 ND ND ND 14 ND 3.3 ND 196 ND ND ND 121 ND ND ND 148 ND ND ND 6
Silicon mg/l n/a 41 6.4 48 14 45 108 7.0 196 41 141 7.9 121 31 7.7 58 148 75 85 78 6
Sodium (Pg 5, footnote 5) mg/l n/a 3.7 6.4 47 14 3.4 80.1 14.6 264 4.7 221 8.7 52 46 580 7.2 197 53 7.2 6.2 6
Specific conductance umho/cm n/a 47 108 71 14 38 772 202 166 92 350 165 47 65 320 129 76 103 124 114 6
Strontium-88 mg/l n/a ND 0.02 0.01 14 ND 0.19 0.06 196 0.03 0.12 0.05 121 ND 0.06 0.04 148 0.03 0.04 0.03 6
Sulfate mg/| 250 ND 27 ND 14 ND 30.9 10.6 242 3.6 36.4 124 47 ND 31.6 8.7 89 54 82 65 6
Temperature, field °Centigrade n/a 9 14 11 9 9 15 12 135 10 14 12 33 10 16 12 58 10 11 10 3
Tin ug/l n/a ND ND ND 14 ND ND ND 196 ND ND ND 121 ND ND ND 148 ND ND ND 6
Titanium ug/l n/a ND ND ND 14 ND 8.4 ND 264 ND 7.0 ND 52 ND ND ND 197 ND ND ND 6
Total Organic Carbon (TOC) mg/l n/a ND 0.92 ND 14 ND 2.26 0.31 175 ND 141 0.32 49 ND 2.05 042 77 ND 0.68 0.26 6
Turbidity NT units 5 ND 0.47 ND 14 ND 2.8 ND 166 ND 55 0.62 47 ND 11 ND 76 ND 0.63 04 6
Vanadium ug/l n/a ND ND ND 14 ND 9.2 11 196 ND 45 11 121 ND ND ND 148 ND 1.1 ND 6
Zinc mg/l 5 ND ND ND 14 ND ND ND 196 ND 0.05 ND 121 ND 0.03 ND 148 ND ND ND 6
Synthetic Organic Compounds including Pesticides and Herbicides

Alachlor ESA ug/l 50 ND ND ND 18 ND 0.40 ND 236 ND ND ND 81 ND ND ND 109 ND ND ND 8
Aldicarb sulfone ug/l 2 ND ND ND 14 ND ND ND 183 ND ND ND 60 ND ND ND 123 ND ND ND 8
Aldicarb sulfoxide ug/l 4 ND ND ND 14 ND ND ND 183 ND ND ND 60 ND ND ND 123 ND ND ND 8
1,4-Dioxane ug/l 50 ND ND ND 2 ND 12 04 28 ND ND ND 4 ND ND ND 6 ND ND ND 1
Metalaxyl ug/l 50 ND ND ND 18 ND ND ND 227 ND ND ND 66 ND ND ND 100 ND ND ND 8
Metolachlor ug/l 50 ND ND ND 18 ND ND ND 227 ND ND ND 66 ND ND ND 100 ND ND ND 8
Metolachlor ESA ug/l 50 ND ND ND 18 ND 0.49 ND 236 ND 0.21 ND 81 ND ND ND 109 ND ND ND 8
Metolachlor OA ug/l 50 ND ND ND 18 ND ND ND 236 ND ND ND 81 ND ND ND 109 ND ND ND 8
Tetrachloroterephthalic Acid(TCPA) ug/l 50 ND ND ND 14 ND 14 ND 237 ND 74 14 79 ND ND ND 99 ND ND ND 8
Volatile Organic Compounds

Chlorodifluoromethane ug/l 5 ND ND ND 14 ND ND ND 253 ND ND ND 63 ND ND ND 81 ND ND ND 11
Cis-1,2-Dichloroethene ug/l 5 ND ND ND 29 ND 0.6 ND 500 ND ND ND 117 ND ND ND 160 ND ND ND 20
Dichlorodifluoromethane ug/l 5 ND ND ND 29 ND 0.9 ND 500 ND ND ND 117 ND ND ND 160 ND ND ND 20
1,1-Dichloroethane ug/l 5 ND ND ND 29 ND 2.0 ND 500 ND ND ND 117 ND ND ND 160 ND ND ND 20
1,1-Dichloroethene ug/l 5 ND ND ND 29 ND 0.6 ND 500 ND ND ND 117 ND ND ND 160 ND ND ND 20
1,2-Dichloroethane ug/l 5 ND ND ND 29 ND ND ND 500 ND ND ND 117 ND ND ND 160 ND ND ND 20
1,2-Dichloropropane ug/l 5 ND ND ND 29 ND 3.1 ND 500 ND 0.6 ND 117 ND ND ND 160 ND ND ND 20
Methyl-Tert-Butyl Ether (MTBE) ug/l 10 ND ND ND 29 ND 2.0 ND 500 ND ND ND 117 ND ND ND 160 ND ND ND 20
Tetrachloroethene ug/l 5 ND ND ND 29 ND 3.4 ND 500 ND 34 08 117 ND ND ND 160 ND ND ND 20
1,1,1-Trichloroethane ug/l 5 ND ND ND 29 ND 15 ND 500 ND ND ND 117 ND ND ND 160 ND ND ND 20
Trichloroethene ug/l 5 ND ND ND 29 ND 0.8 ND 500 ND ND ND 117 ND ND ND 160 ND ND ND 20
Trichlorofluoromethane ug/l 5 ND ND ND 29 ND ND ND 500 ND ND ND 117 ND ND ND 160 ND ND ND 20
1,2,3-Trichloropropane ug/l 5 ND ND ND 29 ND 0.9 ND 500 ND ND ND 117 ND ND ND 160 ND ND ND 20
1,1,2-Trichlorotrifluoroethane ug/l 5 ND ND ND 29 ND ND ND 500 ND ND ND 117 ND ND ND 160 ND ND ND 20
Disinfectant and Disinfection By-Products (*MCL is the sum of the four starred compounds shown below)

Bromochloroacetic Acid ug/l n/a ND ND ND 4 ND ND ND 5 ND 20 09 4 ND 12 09 5 ND 0.8 ND 7
Bromodichloroacetic Acid ug/l n/a ND ND ND 4 ND ND ND 5 ND ND ND 4 ND 14 ND 5 ND ND ND 7
Bromodichloromethane ug/l **80 ND 0.7 ND 21 ND 1.1 ND 483 ND ND ND 104 ND ND ND 144 ND ND ND 11
Bromoform ug/l **80 ND ND ND 21 ND 1.1 ND 483 ND ND ND 104 ND ND ND 144 ND ND ND 11
Chlorate mg/l n/a ND 0.12 ND 14 ND 0.26 ND 242 ND ND ND 47 ND 0.15 ND 89 ND ND ND 6
Chlorine residual (Pg 5, ftnote 6) mg/l 4 0.2 19 0.8 173 0.2 24 0.9 1951 0.2 23 0.9 804 0.2 21 0.9 1335 04 17 09 64
Chloroform ug/l **80 ND 09 ND 21 ND 3.2 ND 483 ND 16 0.7 104 ND 26 0.6 144 ND 15 07 11
Dibromochloromethane ug/l **80 ND 0.8 ND 21 ND 1.7 ND 483 ND ND ND 104 ND ND ND 144 ND ND ND 11
Haloacetic Acids, total (5) ug/l 60 ND ND ND 4 ND ND ND 5 ND 46 22 4 21 36 27 5 ND 22 ND 7
N-Nitroso-di-n-butylamine (NDBA) ug/l 50 ND ND ND 11 ND ND ND 86 ND ND ND 37 ND ND ND 36 ND ND ND 2
N-Nitroso-dimethylamine (NDMA) ug/l 50 ND ND ND 11 ND ND ND 86 ND ND ND 37 ND ND ND 36 ND ND ND 2
Trihalomethanes, total ug/l 80 ND 06 ND 8 ND 49 14 17 ND 209 35 13 ND 159 39 16 07 31 1.2 9
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Radioactivity
Gross Alpha activity pCill 15 ND ND ND 10 ND ND ND 4 ND ND ND 9 ND ND ND 1 ND ND ND 1
Gross Beta activity (Pg 5, finote 1) pCill 50 ND 2.40 ND 10 ND 4.00 230 4 ND 440 240 9 ND ND ND 1 ND ND ND 1
Radon (Pg 5, footnote 2) pCill 4000 ND ND ND 6 ND 266 ND 3 ND ND ND 5 ND ND ND 1 ND ND ND 1
Radium-228 (Pg 5, footnote 3) pCill 5 ND 1.1 ND 4 NA NA NA O ND 10 ND 2 NA NA NA O NA NA NA O
Inorganics
Alkalinity, total mg/l n/a 21.2 70.4 42.6 100 21.2 203.6 57.7 41 26.6 203.4 70.8 89 ND 70.6 369 6 36.2 442 409 4
Aluminum mg/l n/a ND 0.18 0.05 111 ND 0.57 0.09 57 ND 0.16 0.05 91 ND 0.10 0.04 6 0.02 0.04 0.03 4
Ammonia, free mg/l n/a ND 0.02 ND 121 ND 0.04 ND 53 ND 0.03 ND 130 ND ND ND 6 ND ND ND 4
Antimony ug/l 6 ND ND ND 111 ND ND ND 57 ND ND ND 91 ND ND ND 6 ND ND ND 4
Arsenic ug/l 10 ND 12 ND 111 ND 3.1 ND 57 ND ND ND 91 ND ND ND 6 ND ND ND 4
Barium mg/l 2 ND 0.07 0.02 111 ND 0.10 0.06 57 ND 0.07 0.03 91 ND 0.02 ND 6 ND ND ND 4
Boron mg/l n/a ND ND ND 238 ND ND ND 186 ND ND ND 116 ND ND ND 6 ND ND ND 15
Bromide mg/l n/a ND ND ND 122 ND ND ND 43 ND 0.19 ND 105 ND ND ND 6 ND ND ND 4
Calcium mg/l n/a 3.6 45.6 19.0 238 6.4 73.7 18.4 186 7.9 539 30.3 116 78 222 134 6 11.1 195 16.2 15
CO2, calculated mg/l n/a 0.1 16.1 3.4 100 0.2 67.2 131 41 0.3 259 6.9 89 1.8 132 65 6 04 48 32 4
Chloride mg/l 250 9.2 50.2 23.2 122 21.0 74.1 434 43 8.8 127.4 32.8 105 20.4 62.3 50.7 6 13.6 144 141 4
Chromium, total ug/l 100 ND ND ND 111 ND 22 ND 57 ND 21 ND 91 ND ND ND 6 ND ND ND 4
Cobalt-59 ug/l n/a ND 31 06 111 ND 37 12 57 ND 1.2 ND 91 ND ND ND 6 ND ND ND 4
Color Color units 15 ND 14 ND 100 ND 15 ND 41 ND 13 ND 89 ND ND ND 6 ND 6 ND 4
Copper mg/l AL=1.3 ND 0.17 ND 111 ND 0.60 0.05 57 ND 0.24 0.03 91 ND 0.02 ND 6 ND ND ND 4
Dissolved solids, total mg/l n/a 40 251 114 102 77 269 145 38 46 336 191 89 112 149 134 6 88 103 96 4
Fluoride mg/l 2.2 ND ND ND 122 ND ND ND 43 ND ND ND 105 ND ND ND 6 ND ND ND 4
Hardness, total mg/l n/a 13.8 150.7 64.0 238 26.6 232.6 68.7 186 25.7 168.6104.6 116 29.1 68.1 438 6 43.7 65.6 57.0 15
Iron ug/l 300 ND 858 131 238 ND 1194 117 186 ND 178 37 116 ND 46 ND 6 66 216 112 15
Lead ug/l AL=15 ND 3.0 ND 111 ND 14 ND 57 ND 31 ND 91 ND 1.0 ND 6 ND ND ND 4
Lithium ug/l n/a ND 53 12 111 ND 21 11 57 ND 23 ND 91 ND ND ND 6 19 23 21 4
Magnesium mg/l n/a 1.14 11.59 4.05 238 2.48 11.80 5.52 186 1.48 13.89 7.03 116 229 3.04 253 6 3.73 429 4.02 15
Manganese ug/l 300 ND 271 23 238 ND 271 27 186 ND 99 12 116 ND ND ND 6 13 38 27 15
Molybdenum ug/l n/a ND ND ND 111 ND 14 ND 57 ND ND ND 91 ND ND ND 6 ND ND ND 4
Nickel ug/l 100 ND 43 09 111 ND 39 15 57 ND 36 08 91 ND 06 ND 6 ND 0.5 ND 4
Nitrate mg/l 10 ND 8.33 2.82 122 ND 4.47 133 43 ND 9.00 4.25 105 045 0.97 061 6 ND 0.21 ND 4
Perchlorate (Pg 5, footnote 4) ug/l 15 ND 1.16 0.27 111 ND 0.49 0.12 39 ND 4.06 2.15 282 0.12 0.15 0.13 6 ND 0.11 ND 4
Phosphate, total mg/l n/a ND 3.84 0.32 238 ND 2.68 0.93 186 ND 042 ND 116 ND ND ND 6 ND 0.13 ND 15
pH pH units n/a 6.7 89 75 100 6.0 85 73 42 66 86 74 89 66 75 71 6 72 84 75 4
pH, field pH units n/a 63 81 73 84 55 77 7.0 38 65 76 72 73 70 75 73 5 70 7.0 70 4
Potassium mg/l n/a 0.42 3.14 1.15 238 0.96 3.30 1.53 186 057 6.11 2.43 116 064 081 0.77 6 0.67 0.79 0.72 15
Selenium ug/l 50 ND ND ND 111 ND ND ND 57 ND ND ND 91 ND ND ND 6 ND ND ND 4
Silicon mg/l n/a 49 104 7.4 111 73 112 93 57 41 89 66 91 39 55 45 6 86 96 91 14
Sodium (Pg 5, footnote 5) mg/l n/a 6.2 25.6 12.7 238 14.2 46.6 24.1 186 6.5 84.3 28.0 116 13.2 385 310 6 95 10.7 99 15
Specific conductance umho/cm n/a 91 442 218 100 156 608 297 41 93 628 351 89 220 289 270 6 172 197 182 4
Strontium-88 mg/l n/a 0.02 0.16 0.06 111 0.03 0.20 0.10 57 0.02 0.16 0.10 91 0.04 0.06 0.05 6 0.06 0.06 0.06 4
Sulfate mg/l 250 2.7 62.8 20.0 122 7.6 20.9 126 43 3.9 79.3 36.3 105 61 95 81 6 219 264 243 4
Temperature, field °Centigrade n/a 11 14 12 76 8 14 13 35 8 17 12 59 11 12 12 3 12 12 12 2
Tin ug/l n/a ND ND ND 111 ND ND ND 57 ND ND ND 91 ND ND ND 6 ND ND ND 4
Titanium ug/l n/a ND ND ND 238 ND 11.7 ND 186 ND 6.5 ND 116 ND ND ND 6 ND ND ND 15
Total Organic Carbon (TOC) mg/l n/a ND 2.16 0.39 106 ND 2.14 0.49 43 ND 1.67 0.51 96 ND 045 032 6 ND 0.38 0.26 4
Turbidity NT units 5 ND 15 ND 100 ND 19 054 41 ND 16 ND 89 ND 0.72 ND 6 ND 0.49 ND 4
Vanadium ug/l n/a ND 2.8 ND 111 ND 18 ND 57 ND ND ND 91 ND ND ND 6 7.2 81 7.7 4
Zinc mg/l 5 ND 0.05 ND 111 ND 0.03 ND 57 ND 0.04 ND 091 ND ND ND 6 ND ND ND 4
Synthetic Organic Compounds including Pesticides and Herbicides
Alachlor ESA ug/l 50 ND ND ND 175 ND ND ND 48 ND 0.37 ND 224 ND ND ND 8 ND ND ND 6
Aldicarb sulfone ug/l 2 ND 15 ND 128 ND ND ND 39 ND 09 ND 182 ND ND ND 6 ND ND ND 4
Aldicarb sulfoxide ug/l 4 ND 2.1 ND 128 ND ND ND 39 ND 1.3 ND 182 ND ND ND 6 ND ND ND 4
1,4-Dioxane ug/l 50 ND ND ND 7 ND ND ND 3 ND ND ND 5 ND ND ND 1 ND ND ND 1
Metalaxyl ug/l 50 ND ND ND 152 ND ND ND 49 ND 22 ND 221 ND ND ND 8 ND ND ND 6
Metolachlor ug/l 50 ND 0.2 ND 152 ND ND ND 49 ND 09 ND 221 ND ND ND 8 ND ND ND 6
Metolachlor ESA ug/l 50 ND 1.52 0.30 175 ND ND ND 48 ND 4.49 0.48 224 ND ND ND 8 ND ND ND 6
Metolachlor OA ug/l 50 ND 0.74 ND 175 ND ND ND 48 ND 451 041 224 ND ND ND 8 ND ND ND 6
Tetrachloroterephthalic Acid(TCPA) ug/l 50 ND 39 ND 137 ND ND ND 39 ND 95 1.1 205 ND ND ND 6 ND ND ND 6
Volatile Organic Compounds
Chlorodifluoromethane ug/l 5 ND ND ND 133 ND 14 ND 56 ND ND ND 126 ND ND ND 11 ND ND ND 5
Cis-1,2-Dichloroethene ug/l 5 ND ND ND 256 ND 0.8 ND 105 ND ND ND 230 ND ND ND 21 ND ND ND 10
Dichlorodifluoromethane ug/l 5 ND ND ND 256 ND 0.8 ND 105 ND ND ND 230 ND ND ND 21 ND ND ND 10
1,1-Dichloroethane ug/l 5 ND ND ND 256 ND ND ND 105 ND ND ND 230 ND ND ND 21 ND ND ND 10
1,1-Dichloroethene ug/l 5 ND ND ND 256 ND ND ND 105 ND ND ND 230 ND ND ND 21 ND ND ND 10
1,2-Dichloroethane ug/l 5 ND ND ND 256 ND ND ND 105 ND ND ND 230 ND ND ND 21 ND ND ND 10
1,2-Dichloropropane ug/l 5 ND ND ND 256 ND ND ND 105 ND ND ND 230 ND ND ND 21 ND ND ND 10
Methyl-Tert-Butyl Ether (MTBE) ug/l 10 ND 09 ND 256 ND 1.2 ND 105 ND 50 ND 230 ND ND ND 21 ND ND ND 10
Tetrachloroethene ug/l 5 ND ND ND 256 ND 1.6 ND 105 ND ND ND 230 ND ND ND 21 ND ND ND 10
1,1,1-Trichloroethane ug/l 5 ND ND ND 256 ND ND ND 105 ND ND ND 230 ND ND ND 21 ND ND ND 10
Trichloroethene ug/l 5 ND ND ND 256 ND ND ND 105 ND ND ND 230 ND ND ND 21 ND ND ND 10
Trichlorofluoromethane ug/l 5 ND ND ND 256 ND ND ND 105 ND ND ND 230 ND ND ND 21 ND ND ND 10
1,2,3-Trichloropropane ug/l 5 ND ND ND 256 ND ND ND 105 ND ND ND 230 ND ND ND 21 ND ND ND 10
1,1,2-Trichlorotrifluoroethane ug/l 5 ND ND ND 256 ND ND ND 105 ND ND ND 230 ND ND ND 21 ND ND ND 10

Disinfectant and Disinfection By-Products (*MCL is the sum of the four starred compounds shown below)

Bromochloroacetic Acid ug/l n/a ND 09 ND 5 ND ND ND 10 ND 17 10 5 ND ND ND 4 ND ND ND 5
Bromodichloroacetic Acid ug/l n/a ND ND ND 5 ND ND ND 10 ND ND ND 5 ND ND ND 4 ND ND ND 5
Bromodichloromethane ug/l **80 ND 0.9 ND 240 ND 1.7 ND 90 ND 0.7 ND 216 ND ND ND 15 ND ND ND 4
Bromoform ug/l **80 ND ND ND 240 ND 1.1 ND 90 ND 21 ND 216 ND ND ND 15 ND ND ND 4
Chlorate mg/l n/a ND 0.62 ND 122 ND 0.91 0.21 43 ND 0.56 ND 105 ND 0.65 0.32 6 ND 0.10 ND 4
Chlorine residual (Pg 5, ftnote 6) mg/l 4 0.2 22 0.9 1037 0.2 18 0.8 337 0.2 2.0 0.8 588 03 20 09 60 05 14 09 55
Chloroform ug/l **80 ND 4.2 1.3 240 ND 34 1.0 90 ND 3.7 0.6 216 ND 12.0 5.2 15 ND ND ND 4
Dibromochloromethane ug/l **80 ND 0.8 ND 240 ND 1.6 ND 90 ND 18 ND 216 ND ND ND 15 ND ND ND 4
Haloacetic Acids, total (5) ug/l 60 ND 27 12 5 ND 1.0 0.7 10 ND 41 21 5 ND ND ND 4 ND 0.7 ND 5
N-Nitroso-di-n-butylamine (NDBA) ug/l 50 ND ND ND 45 ND ND ND 31 ND 0.009 ND 43 ND ND ND 5 ND ND ND 6
N-Nitroso-dimethylamine (NDMA) ug/l 50 ND ND ND 45 ND ND ND 31 ND 0.003 ND 43 ND ND ND 5 ND ND ND 6
Trihalomethanes, total ug/l 80 ND 7.9 27 16 ND 19.6 6.0 15 ND 139 59 14 ND 122 6.2 6 ND 7.2 33 6
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Radioactivity

Gross Alpha activity pCill 15 3.83 3.83 3.83 1 ND ND ND 1 ND ND ND 1 ND ND ND 4 ND 205 ND 5
Gross Beta activity (Pg 5, finote 1) pCi/l 50 ND ND ND 1 ND ND ND 1 ND ND ND 1 ND 2.80 220 4 ND 230 ND 5
Radon (Pg 5, footnote 2) pCill 4000 ND ND ND 1 ND ND ND 1 ND ND ND 1 ND ND ND 4 ND ND ND 5
Radium-228 (Pg 5, footnote 3) pCill 5 NA NA NA O NA NA NA O NA NA NA O ND ND ND 2 NA NA NA O
Inorganics

Alkalinity, total mg/| n/a 724 1102874 6 254 326 28.0 4 29.8 48.6 346 6 ND 51.0 325 22 20.0 446 32.0 32
Aluminum mg/| n/a ND 0.02 ND 6 ND 0.02 ND 4 0.02 0.03 0.03 6 ND 0.84 0.22 78 0.02 0.85 0.33 74
Ammonia, free mg/l n/a ND ND ND 6 ND ND ND 4 ND ND ND 6 ND ND ND 24 ND ND ND 31
Antimony ug/l 6 ND ND ND 6 ND ND ND 4 ND ND ND 6 ND ND ND 78 ND ND ND 74
Arsenic ug/l 10 ND ND ND 6 ND ND ND 4 ND ND ND 6 ND ND ND 78 ND ND ND 74
Barium mg/l 2 ND 0.03 0.02 6 ND ND ND 4 ND ND ND 6 ND ND ND 78 ND ND ND 74
Boron mg/l n/a ND ND ND 10 ND ND ND 4 ND ND ND 6 ND 0.10 ND 37 ND 0.13 0.10 33
Bromide mg/l n/a ND* 0.12* ND 93 ND ND ND 4 ND ND ND 6 ND ND ND 23 ND ND ND 28
Calcium mg/l n/a 34.7 411 375 10 81 90 86 4 99 111 103 6 ND 34 06 37 ND 18 0.6 33
CO2, calculated mg/l n/a 05 133 63 6 11 19 15 4 02 95 22 6 32 143 6.9 22 04 85 35 32
Chloride mg/| 250 ND* 19.3* 4.7 93 69 77 75 4 12.3 17.8 135 6 41 82 49 23 38 55 44 28
Chromium, total ug/l 100 ND ND ND 6 ND ND ND 4 ND ND ND 6 ND ND ND 78 ND ND ND 74
Cobalt-59 ug/l n/a ND ND ND 6 ND ND ND 4 ND ND ND 6 ND ND ND 78 ND ND ND 74
Color Color units 15 ND 10 ND 6 ND ND ND 4 ND ND ND 6 5 26 16 22 5 46 20 32
Copper mg/| AL=1.3 ND 0.04 0.03 6 ND ND ND 4 ND 0.10 0.02 6 ND 0.21 ND 78 ND 0.03 ND 74
Dissolved solids, total mg/l n/a 297 367 325 6 48 53 50 4 62 76 69 6 37 88 53 23 34 101 49 29
Fluoride mg/l 2.2 ND* ND* ND 93 ND ND ND 4 ND ND ND 6 ND ND ND 23 ND 0.2 ND 28
Hardness, total mg/l n/a 138.3172.2149.9 10 272 299 288 4 342 374 356 6 ND 9.0 22 37 ND 52 ND 33
Iron ug/l 300 ND ND ND 10 ND ND ND 4 ND 39 ND 6 140 788 438 37 33 230 117 33
Lead ug/l AL=15 ND ND ND 6 ND ND ND 4 ND ND ND 6 ND 29 ND 78 ND 13 ND 74
Lithium ug/l n/a ND 11 ND 6 ND ND ND 4 ND ND ND 6 38 97 59 78 20 47 33 74
Magnesium mg/l n/a 12.2916.9013.67 10 1.68 182 1.78 4 225 289 241 6 ND 0.44 0.20 37 ND 0.16 ND 33
Manganese ug/l 300 ND 34 ND 10 ND ND ND 4 ND ND ND 6 ND ND ND 37 ND ND ND 33
Molybdenum ug/l n/a ND ND ND 6 ND ND ND 4 ND ND ND 6 ND ND ND 78 ND ND ND 74
Nickel ug/l 100 07 12 09 6 ND ND ND 4 ND ND ND 6 ND 44 ND 78 ND 40 ND 74
Nitrate mg/| 10 0.28* 7.89* 3.95 93 ND ND ND 4 0.28 0.66 0.36 6 ND ND ND 23 ND ND ND 28
Perchlorate (Pg 5, footnote 4) ug/l 15 ND' 0.75' 0.12 92 ND ND ND 4 ND 012 ND 7 ND ND ND 20 ND ND ND 27
Phosphate, total mg/l n/a ND ND ND 10 ND ND ND 4 ND ND ND 6 ND 3.83 0.94 37 0.31 1.20 0.58 33
pH pH units n/a 70 87 76 6 75 78 76 4 68 86 80 6 64 75 7.0 22 6.8 83 73 32
pH, field pH units n/a 68 75 72 6 70 77 74 4 65 78 72 6 6.1 7.1 6.7 13 65 80 71 22
Potassium mg/l n/a 1.68 2.03 1.88 10 0.50 0.57 052 4 0.59 0.75 0.63 6 184 491 3.74 37 0.93 1.65 1.28 33
Selenium ug/l 50 ND ND ND 6 ND ND ND 4 ND ND ND 6 ND ND ND 78 ND ND ND 74
Silicon mg/l n/a 66 81 73 6 52 56 54 4 59 69 62 6 42 60 47 78 40 52 46 74
Sodium (Pg 5, footnote 5) mg/l n/a 39.0 58.6 46.4 10 6.0 64 62 4 87 116 93 6 10.1 25.0 185 37 125 35.1 169 33
Specific conductance umho/cm n/a 500 608 553 6 93 101 97 4 120 148 129 6 66 127 94 22 69 165 87 32
Strontium-88 mg/l n/a 0.15 0.18 0.16 6 0.03 0.03 0.03 4 0.03 0.04 0.03 6 ND ND ND 78 ND ND ND 74
Sulfate mg/| 250 ND* 34.1* 2.7 93 65 73 70 4 73 96 80 6 37 51 44 23 31 41 36 28
Temperature, field °Centigrade n/a 12 12 12 3 11 1 1 2 12 14 13 4 13 15 15 9 7 18 14 20
Tin ug/l n/a ND ND ND 6 ND ND ND 4 ND ND ND 6 ND ND ND 78 ND ND ND 74
Titanium ug/l n/a ND ND ND 10 ND ND ND 4 ND ND ND 6 ND 19.0 ND 37 ND 255 6.5 33
Total Organic Carbon (TOC) mg/l n/a ND 0.39 ND 6 0.26 0.70 0.39 4 ND 1.02 048 6 ND 251 0.56 23 ND 1.37 0.72 29
Turbidity NT units 5 ND 0.95 047 6 ND ND ND 4 ND ND ND 6 ND 32 17 22 046 6.6 21 32
Vanadium ug/l n/a ND ND ND 6 ND ND ND 4 ND ND ND 6 ND 11 ND 78 ND 13 ND 74
Zinc mg/l 5 0.03 0.20 0.08 6 ND ND ND 4 ND ND ND 6 ND 0.15 ND 78 ND ND ND 74

Synthetic Organic Compounds including Pesticides and Herbicides

Alachlor ESA ug/l 50 ND ND ND 26 ND ND ND 6 ND ND ND 6 ND ND ND 26 ND ND ND 28
Aldicarb sulfone ug/l 2 ND ND ND 8 ND ND ND 4 ND ND ND 6 ND ND ND 20 ND ND ND 27
Aldicarb sulfoxide ug/l 4 ND ND ND 8 ND ND ND 4 ND ND ND 6 ND ND ND 20 ND ND ND 27
1,4-Dioxane ug/l 50 ND ND ND 1 ND ND ND 1 ND ND ND 1 ND ND ND 4 ND ND ND 4
Metalaxyl ug/l 50 ND ND ND 27 ND ND ND 6 ND ND ND 6 ND ND ND 28 ND ND ND 27
Metolachlor ug/l 50 ND ND ND 27 ND ND ND 6 ND ND ND 6 ND ND ND 28 ND ND ND 27
Metolachlor ESA ug/l 50 ND 0.57 ND 26 ND ND ND 6 ND ND ND 6 ND ND ND 26 ND ND ND 28
Metolachlor OA ug/l 50 ND 055 ND 26 ND ND ND 6 ND ND ND 6 ND ND ND 26 ND ND ND 28
Tetrachloroterephthalic Acid(TCPA) ug/l 50 ND 58 1.3 30 ND ND ND 4 ND ND ND 6 ND ND ND 20 ND ND ND 21
Volatile Organic Compounds

Chlorodifluoromethane ug/l 5 ND ND ND 15 ND ND ND 5 ND ND ND 7 ND ND ND 20 ND ND ND 21
Cis-1,2-Dichloroethene ug/l 5 ND ND ND 29 ND ND ND 10 ND ND ND 14 ND ND ND 41 ND ND ND 46
Dichlorodifluoromethane ug/l 5 ND ND ND 29 ND ND ND 10 ND ND ND 14 ND ND ND 41 ND ND ND 46
1,1-Dichloroethane ug/l 5 ND ND ND 29 ND ND ND 10 ND ND ND 14 ND ND ND 41 ND ND ND 46
1,1-Dichloroethene ug/l 5 ND ND ND 29 ND ND ND 10 ND ND ND 14 ND ND ND 41 ND ND ND 46
1,2-Dichloroethane ug/l 5 ND ND ND 29 ND ND ND 10 ND ND ND 14 ND ND ND 41 ND ND ND 46
1,2-Dichloropropane ug/l 5 ND ND ND 29 ND ND ND 10 ND ND ND 14 ND ND ND 41 ND ND ND 46
Methyl-Tert-Butyl Ether (MTBE) ugll 10 ND ND ND 29 ND ND ND 10 ND 05 ND 14 ND ND ND 41 ND ND ND 46
Tetrachloroethene ug/l 5 ND ND ND 29 ND ND ND 10 ND ND ND 14 ND ND ND 41 ND ND ND 46
1,1,1-Trichloroethane ug/l 5 ND ND ND 29 ND ND ND 10 ND ND ND 14 ND ND ND 41 ND ND ND 46
Trichloroethene ug/l 5 ND ND ND 29 ND ND ND 10 ND ND ND 14 ND ND ND 41 ND ND ND 46
Trichlorofluoromethane ug/l 5 ND ND ND 29 ND ND ND 10 ND ND ND 14 ND ND ND 41 ND ND ND 46
1,2,3-Trichloropropane ug/l 5 ND ND ND 29 ND ND ND 10 ND ND ND 14 ND ND ND 41 ND ND ND 46
1,1,2-Trichlorotrifluoroethane ug/l 5 ND ND ND 29 ND ND ND 10 ND ND ND 14 ND ND ND 41 ND ND ND 46

Disinfectant and Disinfection By-Products (*MCL is the sum of the four starred

Bromochloroacetic Acid ug/l n/a ND ND ND 4 ND ND ND 4 ND ND ND 5 ND ND ND 9 ND ND ND 9
Bromodichloroacetic Acid ug/l n/a ND ND ND 4 ND ND ND 4 ND ND ND 5 ND 08 ND 9 ND 1.0 ND 9
Bromodichloromethane ug/l **80 ND ND ND 23 ND ND ND 4 ND ND ND 8 ND ND ND 24 ND ND ND 27
Bromoform ug/l **80 ND ND ND 23 ND ND ND 4 ND ND ND 8 ND ND ND 24 ND ND ND 27
Chlorate mg/l n/a ND ND ND 93 ND ND ND 4 ND 014 ND 6 ND 0.76 0.22 23 ND 0.33 0.11 28
Chlorine residual (Pg 5, ftnote 6) mg/l 4 03 22 09 60 03 18 1.0 72 02 14 09 60 03 13 0.7 81 02 14 07 86
Chloroform ug/l **80 ND 49 10 23 13 15 14 4 19 25 22 8 ND ND ND 24 ND ND ND 27
Dibromochloromethane ug/l **80 ND ND ND 23 ND ND ND 4 ND ND ND 8 ND ND ND 24 ND ND ND 27
Haloacetic Acids, total (5) ug/l 60 ND 18 06 4 ND ND ND 4 ND ND ND 5 ND 38 16 9 ND 109 54 9
N-Nitroso-di-n-butylamine (NDBA) ug/l 50 ND ND ND 4 ND ND ND 6 ND ND ND 2 ND ND ND 18 ND ND ND 20
N-Nitroso-dimethylamine (NDMA) ug/l 50 ND ND ND 4 ND ND ND 6 ND ND ND 2 ND ND ND 18 ND ND ND 20
Trihalomethanes, total ug/l 80 ND 23 09 6 10 26 18 6 22 51 34 6 ND 32 16 17 0.8 138 6.1 19

! These results are from individual treatment units located on the customer’s kitchen faucets.
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Distribution Area SBWD

A

Range of Readings

Range of Readings

Range of Readings

Unit of Low High Avg. No. of Low High Avg. No. of Low High Avg. No. of

For Calender Year 2009 Measurement MCL Value Value Value Tests Value Val?;e VaISe Tests Value Value Value Tests
Radioactivity
Gross Alpha activity pCi/l 15 ND ND ND 1 ND ND ND 1 ND ND ND 2
Gross Beta activity (Pg 5, ftnote 1) pCi/l 50 ND ND ND 1 ND ND ND 1 ND ND ND 2
Radon (Pg 5, footnote 2) pCi/l 4000 ND ND ND 1 ND ND ND 1 ND ND ND 2
Radium-228 (Pg 5, footnote 3) pCi/l 5 NA NA NA O NA NA NA O NA NA NA O
Inorganics
Alkalinity, total mg/l n/a 234 428 316 7 256 346 31.7 4 23.8 34.4 284 4
Aluminum mg/l n/a 0.05 055 0.29 19 ND ND ND 4 0.02 0.08 0.04 4
Ammonia, free mg/l n/a ND 0.03 ND 9 ND ND ND 4 ND ND ND 4
Antimony ug/l 6 ND ND ND 19 ND ND ND 14 ND ND ND 4
Arsenic ug/l 10 ND ND ND 19 ND ND ND 4 ND ND ND 4
Barium mg/l 2 ND ND ND 19 ND ND ND 4 ND ND ND 14
Boron mg/l n/a ND ND ND 9 ND ND ND 4 ND ND ND 14
Bromide mg/l n/a ND ND ND 7 ND ND ND 4 ND ND ND 4
Calcium mg/l n/a ND 09 05 9 84 108 95 4 9.1 124 103 4
CO2, calculated mg/l n/a 02 40 22 7 1.0 29 18 4 14 44 27 4
Chloride mg/l 250 39 55 46 7 74 120 87 4 6.7 92 78 4
Chromium, total ug/l 100 ND ND ND 19 ND ND ND 4 ND ND ND 4
Cobalt-59 ug/l n/a ND ND ND 19 ND ND ND 4 ND ND ND 4
Color Color units 15 7 14 1 7 ND ND ND 4 ND ND ND 4
Copper mg/l AL=1.3 ND ND ND 19 ND ND ND 4 ND 0.03 ND 4
Dissolved solids, total mg/l n/a 37 61 48 7 47 63 54 4 42 62 51 4
Fluoride mg/| 2.2 ND ND ND 7 ND ND ND 4 ND ND ND 4
Hardness, total mg/| n/a ND 24 ND 9 284 376 329 4 27.4 383 314 4
Iron ug/l 300 80 370 136 9 ND 156 72 4 ND 164 52 4
Lead ug/l AL=15 ND 2.7 ND 19 ND ND ND 4 ND ND ND 4
Lithium ug/l n/a 30 45 39 19 ND 12 ND 4 ND ND ND 4
Magnesium mg/l n/a ND ND ND 9 1.82 270 225 4 1.15 1.79 141 4
Manganese ug/l 300 ND ND ND 9 ND ND ND 4 ND ND ND 4
Molybdenum ug/l n/a ND ND ND 19 ND ND ND 4 ND ND ND 4
Nickel ug/l 100 ND ND ND 19 ND ND ND 4 ND ND ND 4
Nitrate mg/l 10 ND ND ND 7 ND ND ND 4 1.19 187 141 4
Perchlorate (Pg 5, footnote 4) ug/l 15 ND ND ND 7 ND 0.10 ND 4 ND 0.22 0.13 4
Phosphate, total mg/l n/a 0.19 0.25 0.22 9 ND ND ND 14 ND ND ND 4
pH pH units n/a 71 87 76 7 74 78 76 4 71 75 73 4
pH, field pH units n/a 65 77 72 7 72 76 73 3 70 74 71 4
Potassium mg/l n/a 1.05 1.65 1.24 9 0.53 0.69 0.61 4 0.44 053 050 4
Selenium ug/l 50 ND ND ND 19 ND ND ND 4 ND ND ND 4
Silicon mgl/l n/a 47 56 51 19 54 75 65 4 53 6.0 55 4
Sodium (Pg 5, footnote 5) mg/l n/a 119 214 171 9 59 73 64 4 47 63 56 4
Specific conductance umho/cm n/a 75 107 89 7 95 134 115 4 88 97 91 4
Strontium-88 mg/| n/a ND ND ND 19 0.03 0.04 0.03 4 0.02 0.03 0.02 4
Sulfate mg/l 250 36 62 48 7 58 75 65 4 ND 52 ND 4
Temperature, field °Centigrade n/a 11 15 14 5 NA NA NA O NA NA NA O
Tin ug/l n/a ND ND ND 19 ND ND ND 14 ND ND ND 4
Titanium ug/l n/a ND 6.3 ND 9 ND ND ND 14 ND ND ND 4
Total Organic Carbon (TOC) mg/l n/a ND 0.66 0.38 8 ND 0.65 0.26 4 0.27 1.17 051 4
Turbidity NT units 5 0.66 1.6 1.2 7 ND 044 ND 4 ND 065 ND 4
Vanadium ug/l n/a ND ND ND 19 ND ND ND 4 ND ND ND 4
Zinc mg/l 5 ND ND ND 19 ND ND ND 4 ND ND ND 4
Synthetic Organic Compounds including Pesticides and Herbicides
Alachlor ESA ug/l 50 ND ND ND 7 ND ND ND 4 ND ND ND 4
Aldicarb sulfone ug/l 2 ND ND ND 7 ND ND ND 4 ND ND ND 4
Aldicarb sulfoxide ug/l 4 ND ND ND 7 ND ND ND 4 ND ND ND 4
1,4-Dioxane ug/l 50 ND ND ND 1 ND ND ND 3 ND ND ND 3
Metalaxyl ug/l 50 ND ND ND 7 ND ND ND 4 ND ND ND 4
Metolachlor ug/l 50 ND ND ND 7 ND ND ND 4 ND ND ND 4
Metolachlor ESA ug/l 50 ND ND ND 7 ND ND ND 4 ND ND ND 4
Metolachlor OA ug/l 50 ND ND ND 7 ND ND ND 4 ND ND ND 14
Tetrachloroterephthalic Acid(TCPA) ug/l 50 ND ND ND 7 ND ND ND 4 ND ND ND 14
\olatile Organic Compounds
Chlorodifluoromethane ug/l 5 ND ND ND 10 ND ND ND 4 ND ND ND 6
Cis-1,2-Dichloroethene ug/l 5 ND ND ND 19 ND ND ND 9 ND ND ND 11
Dichlorodifluoromethane ug/l 5 ND ND ND 19 ND ND ND 9 ND ND ND 11
1,1-Dichloroethane ug/l 5 ND ND ND 19 ND ND ND 9 ND ND ND 11
1,1-Dichloroethene ug/l 5 ND ND ND 19 ND ND ND 9 ND ND ND 11
1,2-Dichloroethane ug/l 5 ND ND ND 19 ND ND ND 9 ND ND ND 11
1,2-Dichloropropane ug/l 5 ND ND ND 19 ND ND ND 9 ND ND ND 11
Methyl-Tert-Butyl Ether (MTBE) ug/l 10 ND ND ND 19 ND ND ND 9 ND ND ND 11
Tetrachloroethene ug/l 5 ND ND ND 19 ND ND ND 9 ND ND ND 11
1,1,1-Trichloroethane ug/l 5 ND ND ND 19 ND ND ND 9 ND ND ND 11
Trichloroethene ug/l 5 ND ND ND 19 ND ND ND 9 ND ND ND 11
Trichlorofluoromethane ug/l 5 ND ND ND 19 ND ND ND 9 ND ND ND 11
1,2,3-Trichloropropane ug/l 5 ND ND ND 19 ND ND ND 9 ND ND ND 11
1,1,2-Trichlorotrifluoroethane ug/l 5 ND ND ND 19 ND ND ND 9 ND ND ND 11
Disinfectant and Disinfection By-Products (*MCL is the sum of the four starred compounds shown below)
Bromochloroacetic Acid ug/l n/a ND ND ND 4 ND 12 ND 5 ND 14 ND 8
Bromodichloroacetic Acid ug/l n/a ND ND ND 4 ND ND ND 5 ND ND ND 8
Bromodichloromethane ug/l **80 ND ND ND 13 NA NA NA O NA NA NA O
Bromoform ug/l **80 ND ND ND 13 NA NA NA O NA NA NA ©
Chlorate mgl/l n/a 0.11 0.78 0.28 7 ND 0.10 ND 4 ND ND ND 4
Chlorine residual (Pg 5, ftnote 6) mg/l 4 04 15 0.8 49 02 14 06 54 03 21 0.8 104
Chloroform ug/l **80 ND ND ND 13 NA NA NA O NA NA NA O
Dibromochloromethane ug/l **80 ND ND ND 13 NA NA NA O NA NA NA O
Haloacetic Acids, total (5) ug/l 60 ND 38 15 4 ND 26 07 5 ND 36 06 8
N-Nitroso-di-n-butylamine (NDBA) ug/l 50 ND ND ND 3 ND ND ND 3 ND ND ND 4
N-Nitroso-dimethylamine (NDMA) ug/l 50 ND ND ND 3 ND ND ND 3 ND ND ND 4
Trihalomethanes, total ug/l 80 ND 07 ND 6 07 72 23 9 ND 39 07 11




OTHER COMPOUNDS TESTED (With Negative Results)

The following items were not detected in our distribution system during 20009.

1,1,1,2-Tetrachloroethane
1,1,2,2-Tetrachloroethane
1,1,2-Trichloroethane
1,1-Dichloropropene
1,2,3-Trichlorobenzene
1,2,4-Trichlorobenzene
1,2,4-Trimethylbenzene
1,2-Dibromo-3-Chloropropane
1,2-Dibromoethane (EDB)
1,2-Dichlorobenzene
1,3,5-Trimethylbenzene
1,3-Dichlorobenzene
1,3-Dichloropropane
1,3-Dinitrobeneze
1,4-Dichlorobenzene

1-Naphthol
2,2',4,4'-Tetrabromodiphenyl ether
(BDE-47)
2,2'4,4',4,5'-Hexabromobiphenyl
(HBB)

2,2',4,4' 5-Pentabromodiphenyl ether
(BDE-99)
2,2',4,4'5,5'-Hexabromodiphenyl
ether (BDE-153)
2,2',4,4',6-Pentabromodiphenyl ether
(BDE-100)

2,2-Dichloropropane

2,4-D

2,4-DB

2,4-Dinitrotoluene

2,45T

2,4,6-Trinitrotoluene (TNT)
2,6-Dinitrotoluene

2-Butanone (MEK)
2-Chlorotoluene
3,5-Dichlorobenzoic Acid
3-Hydroxycarbofuran

4,4' - DDD

4,4’ - DDE

4,4 - DDT

4-Chlorotoluene
4-Isopropyltoluene
4-Methyl-2-Pentanone
4-Nitrophenol
Acetochlor
Acetochlor ESA
Acetochlor OA
Acifluorfen

Alachlor

Alachlor OA
Aldicarb

Aldrin
Americium-241
AMPA

Anthracene
Asbestos

Atrazine

Bentazon
Benz[a]Anthracene
Benzene
Benzo[a]Pyrene
Benzotriazole
Beryllium
Beryllium-7

BHC, Alpha

BHC, Beta

BHC, Delta

BHC, Gamma (Lindane)
Bromacil
Bromobenzene
Bromochloromethane
Bromomethane
Butachlor
Butylbenzylphthalate
Cadmium

Carbaryl

Carbofuran

Carbon Tetrachloride
Cesium-137
Chloramben

Chlordane, Total
Chlorobenzene
Chlorodibromoacetic Acid
Chloroethane
Chloromethane
Chrysene
Cis-1,3-Dichloropropene
Cobalt-60

Cyanide

Dalapon

DCPA (Dacthal)
Di(2-Ethylhexyl) adipate
Di(2-Ethylhexyl) phthalate
Dibromomethane
Dicamba

Dichlorprop

Dieldrin
Diethylphthalate
Di-lsopropyl Ether
Dimethenamid ESA
Dimethenamid OA
Dimethoate
Dimethylphthalate
Di-n-Butyl Phthalate
Dinoseb

Diquat

E.Coli

Endosulfan |
Endosulfan Il

Endothall

Endrin Aldehyde

Endrin

Enterococci

EPTC

Ethylbenzene

Ethylene Glycol
Ethyl-Tert-Butyl Ether
Europium-152
Europium-154
Europium-155

Flufenacet ESA

Flufenacet OA

Fluorene

Glyphosate

Heptachlor Epoxide

Heptachlor
Hexachlorobenzene
Hexachlorobutadiene
Hexachlorocyclopentadiene
Hexahydro-1,3,5-trinitro-1,3,5-triazine
(RDX)

Isophorone

Isopropylbenzene

Lead-210

Lead-212

Malathion

Manganese-54

Mercury

Methiocarb

Methomyl

Methoxychlor

Methylene Chloride

Metribuzin

Molinate

Naphthalene

N-Butylbenzene

Nitrite

Nitrobenzene
N-Nitroso-diethylamine (NDEA)
N-Nitroso-di-n-propylamine (NDPA)
N-Nitroso-methylethylamine (NMEA)
N-Nitroso-pyrrolidine (NPYR)
N-Nitrosopiperidine (NPIP)
N-Propylbenzene

Odor

Oxamyl

0-Xylene

p, m-Xylene

Paraquat

PCBs

Pentachlorophenol
Phenanthrene
Picloram
Potassium-40
Propachlor
Propachlor ESA
Propachlor OA
Propoxur

Propylene Glycol
Sec-Butylbenzene
Silver

Silver-110

Silvex (2,4,5-TP)
Simazine

Sodium-22

Standard Plate Count
Styrene

Surfactants, anionic
Terbacil

Terbufos Sulfone
Tert-Amyl Methyl Ether
Tert-Butyl Alcohol
Tert-Butylbenzene
Tetrahydrofuran
Thallium

Toluene

Tolytriazole
Toxaphene
Trans-1,2-Dichloroethene
Trans-1,3-Dichloropropene
Tribromoacetic Acid
Trifluralin

Tritium

Uranium

Vinyl Chloride
Zinc-65

Zirconium-95

Special Notice for

Brentwood and Fair Harbor Water Districts

The Suffolk County Water Authority assumed operation of the Brentwood and
Fair Harbor Water Districts in 2000. Brentwood Water District is a part of SCWA
Distribution Area 12. Test results for Brentwood are included in the information in
the main section of this report. Test results for Fair Harbor may be found on page 14
under Distribution Area 53. Although this notice is being provided separately, please
be assured information you read elsewhere in this booklet about the protections and
services we offer to our customers applies to you as well.

Special Notice for Riverside Water District

The Suffolk County Water Authority operates the Riverside Water District, and
we serve approximately 1,809 people there. Test results for the Riverside Water
District may be found on page 15 under Distribution Area RSWD. Although this
notice is being provided separately, please be assured information you read else-
where in this booklet about the protections and services we offer to our customers
applies to you as well.

Special Information For Immuno-Compromised

Individuals

New York State law requires water suppliers to notify their customers about the
risks of cryptosporidiosis and giardiasis. Cryptosporidiosis and giardiasis are intestin-
al illnesses caused by microscopic parasites found in surface water and groundwater
under the influence of surface water. There have been no known outbreaks of cryp-
tosporidiosis or giardiasis linked to any public water supplies in Suffolk County. For
more information on cryptosporidiosis and giardiasis, please contact the Suffolk
County Department of Health Services at (631) 852-5810.

Some people may be more vulnerable to disease causing microorganisms or
pathogens in drinking water than the general population. Immuno-compromised per-
sons such as persons with cancer undergoing chemotherapy, persons who have under-
gone organ transplants, people with HIV/AIDS or other immune system disorders,
some elderly, and infants can be particularly at risk from infections. These people
should seek advice from their health care provider about their drinking water.
EPA/CDC guidelines on appropriate means to lessen the risk of infection by
Cryptosporidium, Giardia and other microbiological contaminants are available from
the EPA's Safe Drinking Water Hotline at (800) 426-4791. Individuals who think they
may have cryptosporidiosis or giardiasis should contact their health care providers
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Special Notice for Stony Brook Water District

The Suffolk County Water Authority operates the Stony Brook Water District. Test
results for the Stony Brook Water District may be found on page 15 under Distribution
Area SBWD and pertinent statistics are in the table shown below. Although this
notice is being provided separately, please be assured information you read elsewhere
in this booklet about the protections and services we offer to our customers applies to
you as well.

Stony Brook Water District Statistics

CUSIOMEBIS . . ot e 1,629
Population Served . . ....... ... .. 4,887
Milesof Main . ... 26
Fire Hydrants . . ... ..o 216
Water Used (Million Gallons) . . ............ ... ... ... .... 197
Average Annual Bill (115,288 gallons) . ...................... $60
Water Billed (MillionGallons) . ............................ 184
Percentage of Water Unaccounted for ........................ 7%

Suffolk County Water Authority Offices

Normal business hours, Monday - Friday, 8:30 a.m. - 5:00 p.m.
Administrative Offices

4060 Sunrise Highway Oakdale, NY 11769 (631) 589-5200

Customer Service Center

2045 Route 112, Suite 5, Coram, NY 11727 (631) 698-9500

For the Hearing Impaired the TDD Customer Service Number is 589-5210

Emergency
Monday - Friday 8:30 a.m. - 8:00 p.m. and Saturday 8:00 a.m. to 4:30 p.m.

please call the Customer Service Center. All other hours (631) 665-0663

Need more information about us? Please visit our website at
www.scwa.com or give us a call at 563-0296. You may also be interested in
attending one of the meetings of the Suffolk County Water Authority Board of
Directors. Please feel free to attend these meetings, which are generally held
at 7 p.m. on the last Tuesday of the month at our headquarters in Oakdale.

Federal PWS ID Numbers

Brentwood Water District . .. ............ .. ... .. . . ., 5103692
Fair Harbor Water District . .. ............. ... ... .. ...... 5110599
Riverside Water District . . ........... ... .. ... 5105655
Stony Brook Water District . . . .......... .. ... . .. 5103698
Suffolk County Water Authority .. .......... .. ... .. ... .... 5110526






